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GROUND FLOOR PLAN - NEW WORKS1

WALL TYPE DESCRIPTION

WT1 150mm STEEL STUD WALL FRAMING WITH 2 x LAYERS 16mm "GYPROCK" FIRE-RATED
PLASTERBOARD EACH SIDE - TO BE 'CSR 1085' WALL SYSTEM

WT3 INFILL STEEL STUD WALL FRAMING WITH 2 x LAYERS 16mm "GYPROCK" FIRE-RATED
PLASTERBOARD EACH SIDE - TO BE 'CSR 1085' WALL SYSTEM. FRAMING THICKNESS TO
SUIT EXISTING TILT-UP PANEL THICKNESS

WT4 92mm STEEL STUD WALL FRAMING WITH 16mm PLASTERBOARD EACH SIDE

No. Date Description Chkd

A 25/07/22 ISSUE FOR INFORMATION

B 01/08/22 ISSUE FOR INFORMATION

C 15/08/22 ISSUE FOR UPDATE

DRAWING LEGEND

BOL BOLLARD

COMS COMMUNICATIONS CUPBOARD

CONC CONCRETE

CPT CARPET

DB DISTRIBUTION BOARD

DP DOWNPIPE

DP(E) DOWNPIPE - EXISTING

EAG EXPOSED AGGREGATE

FH FIRE HYDRANT

FHR FIRE HOSE REEL

FIP FIRE INDICATOR PANEL

MDF MAIN DISTRIBUTION FRAME

MSB MAIN SWITCHBOARD

MSB(E) MAIN SWITCHBOARD - EXISTING

PFC PARALLEL FLANGE CHANNEL

SHS SQUARE HOLLOW SECTION

SMH SEWER MANHOLE

SWD STORMWATER DRAIN

SWMH STORMWATER MANHOLE

UBC UNIVERSAL BEAM COLUMN

UBP UNIVERSAL BEAM PORTAL FRAME

WS PRE-CAST CONCRETE WHEELSTOP
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